Division 26 Electrical
Campus Lighting Guidelines

26.01c
Photometrics
- Photometrics are required for all new and renovated spaces
- Lighting levels shall comply with EH&S guidelines, as well as, Facilities Operations requirements

EH&S Guidelines: See link:
http://riskmanagement.fullerton.edu/healthandsafety/OccupationalSafetyAndHealth.asp
and select tab

Facilities Operations requirements:
- Office: 35 - 45 foot candles
- Classrooms: 40 – 50 foot candles
- Laboratory: 50 – 70 foot candles
- Hallways & Corridors: 5 – 10 occupied foot candles
- Stairwells: 1 (unoccupied) – 5 (occupied) foot candles
- Restrooms: 5 (unoccupied) – 15 (occupied) foot candles

Title 24 (T-24)
- Calculations required for all new or altered spaces
- New Construction: Exceed T-24 by 20%
- Renovations: Exceed T-24 by 10%