Division 26 Electrical
Emergency Exit Signs

26.16a Photoluminescent
- Verify that charging source is sufficient in all conditions including during voluntary reduced energy times
  - Color to be green

26.16b LED
- Provide battery back up
- Color to be green
- To be used only when conditions do not allow use of Photoluminescent