Division 23 HVAC
Pipes

23.27a
Pipes
• Dielectric on all dissimilar pipe
• No Victaulic groove style fittings
• Flexible expansion joints on all pump connections

23.27b
Pipe Hangers
• No band hangers over 1” copper pipe
• No band hangers over ½” steel pipe
• Roll hangers preferred

23.27c
Pipe Insulation Under ground
• High density HDPE protected by multi-layer
• Reinsulated pipe with HDPE jacket
• Similar to Perma Pipe

23.27c
Pipe Insulation Above ground
• No cloth jacketed: plastic or metal only